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Camara frigorifica disassembly electrical heaters.
(- Strefachtodzona d : Genug Seitenabstand muss fiir den Austausch der
elektrischen Heizung vorgesehen werden.
d : Proveer espacios libres y las distancias necesarias
Drawing 1.H Drawing 2.H para desmantelar las resistencias eléctricas.
2 (ou plusieurs) évaporateurs d : Nalezy uwzgledni¢ odstepy lub odlegtosciwymagane do
2 (or more) units demontazu grzatek elektrycznych.
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*«Accédez au QR code et téléchargez le guide complet pour effectuer votre installation. l )))
*Access the QR code and download the complete guide to perform your installation. 0 bar
«Greifen Sie auf den QR-Code zu und laden Sie die vollstdndige Anleitung +33(0)4724714 44
zur Durchfthrung lhrer Installation herunter. l *
*Acceda al cédigo QR y descargue la guia completa para realizar su instalacién. F RI GA_ BO H N@

n frigabohn.com *Uzyskaj dostep do kodu QR i pobierz petna instrukcje, aby przeprowadzi¢ instalacje.
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ATTENTION / WARNING / ACHTUNG / ATENCION / UWAGA

* Couper l'alimentation avant toute

intervention

« Isolate the power supply before working on

the appliance

* Schalten Sie die Stromversorgung vor jedem

Eingriff aus.

» Desconectar la alimentacion eléctrica antes
de cualquier intervencion
* Wytaczy¢ zasilanie przed jakakolwiek

interwencja.

* Protections termiques non raccordés = garantie

annulée

* Overload protector not connected = cancelled

guarantee.

* Thermoschutzschalter nicht angeschlossen =

Garantie erlischt

* Protectores térmicos no conectados = garantia

cancelada

* Nie podtaczone ostony termiczne = anulowanie

gwarancji

Ciclo de descongelacién a alta temperatura sin calentadores eléctricos
Cykl odszraniania w wysokiej temperaturze bez grzatek elektrycznych

" " TIME TERMINATION TEMPERATURE - FREEZING
DEFROST TYPE (*1) DURATION (*2) ) TERMINATION (*4) DRAINING (*6) “7)
* _5°C - o,
Electric defrost 20 to 45 min 45 min TAFS)<-FLadi0t 5 min 2 min or -5°C

TA>-5°C:8t0 10°C

(*1) Type de dégivrage - Art der Abtauung - Tipo de desescarche - Typ odszraniania

(*2) Durée de dégivrage - Dauer des Abtauens - Tiempo de descongelacion - Czas odszraniania

(*3) Fin de dégivrage - Ende der Abtauung - Fin del desescarche - Koniec odszraniania

(*4) Température de fin de dégivrage - Temperatur des Abtauendes - Temperatura final de desescarche - Temperatura korica odszraniania
(*5) Température ambiante - Ambient temperature - Umgebungstemperatur - Temperatura ambiente - Temperatura otoczenia

(*6) Egouttage - Entleeren — Drenaje - Oprdznianie

(*7) Glagage - Gefrieren - Congelacion - Zamrazanie




